No.GHD/DMN/Corrigendum/2016-17/3°7
U.T. Administration of Daman and Diu
Office of the Medical Superintendent
Government Hospital, Daman

Dated:- 29.09.2016

CORRIGENDUM

As per tender Notice No. GHD/DMN/E-TENDER/201 6-17/845 Dated.21.09.2016
this is to inform you that a corrigendum is kept for Sr. No. 44 & 45 in terms and condition of

PSA Based onsite Oxygen Generation System of 85 LPM capacity at 5.1 cm/h

(Approximately 19 cylinders per day) for government hospital, Daman.

The following point is as under:

Sr. Instead of Read as

No.

44. | The tenderer may be called for | The tender inviting officer will not
sample/ demonstration of items | insist on demonstration of the
quoted for which they will be | equipment. The officer may ask for
informed one week in advance | inspection of similar installation of
for arranging the necessary PSA Based onsite Oxygen Generation
sample/ demonstration in the System for evaluation of quality of work
hospital on a suitable date and | of the company.
time failing which the tender will
be rejected.

45. The firm should have atleast 10 | The firm should have atleast 05
installation in PAN India level of | installation in PAN India level of the
the sample principal make whose | sample principal make whose Oxygen
Oxygen generators is quoted in | generators is quoted in tender.
tender at atleast 3 installation in

| Gujarat.

W

(Dr. Shailesh Arlekar)
I/c. Medical Superintendent
Government Hospital, Daman




